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SCALE: NONE R2|E4

EXIST. ROOF BELOW

PARTIAL PLAN

SCALE: NONE

NOTE: COORDINATE WITH OTHER TRADES FOR LOCATION
OF LUMINAIRES. AVOID INTERFERENCE WITH HVAC

EQUIPMENT LOCATIONS.

2 X 12 JOISTS. SEE DETAILS \
DWG A4.0. THREAD CONDUIT
THRU JOISET ONLY WHERE
DIRECTED BY STRUCTURAL
ENGINEER.
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75 KVA DRY-TYPE TRANSFORMER

480V DELTA PRIMARY
208Y/120V SECONDARY
(30"H X 30"W X 20"D)

EXISTING WEATHER HEAD TO BE
REUSED. EXISTING 208Y/120V
SERVICE TO BE REMOVED.
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4 WIRE, 400A SERVICE
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SAFETY SWIVEL HANGER,
APPLETON CAT. NO.
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SEAL CONDUIT END WITH
DUCTSEAL TO PREVENT
CONDENSATION FROM

B —
B!

ENTERING FIXTURE
HOUSING.

SUSPENDED ACCOUSTICAL
CEILING CLOUD. SEE
REFLECTED CEILING PLAN
DRAWING A8.0
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FASTEN J-80X TO wWOOD
BLOCKING WITH MIN. (4)
1/4"X2" LAG SCREWS.
POLYETHYLENE WRAP
F AROUND BOX.
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FIXTURE MOUNTING DETAIL /2

RESISTANCE.

POWER RISER DIAGRAM

SCALE:

\ 5/8" PVS.

SEE DETAILS

DWG A4.0.

- 3/4” RGS CONDUIT
PENDANT PVC COATED
FOR CORROSION

FIXTURE TYPE "A" OR
SEE SCHEDULE
DRAWING E-5.

“A1".

SCALE: NONE

/___ (8) 1Hp, 480V, 36
CONDENSER FANS
SINGLE POINT CONNECTION

MECHANICAL ROOM FLOOR PLAN
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~ EXIST WATER SERVICE.
/ VERIFY CLEARANCES.
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ELECTRICAL ROOM
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AND SCREW TERMINAL SOCKET
INSIDE AN BXBX8 NEMA 1
ENCLOSURE. RELAY SHALL BE
SQUARE D CLASS 9050 NO.
JCK-17 OR EQUAL SET FOR
15 MINUTES.
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