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LUMINAIRE SCHEDULE:

1D DESCRIPTI ON MANUF ACTURER CAT. NO. LAMPS MOUNTI NG
A PENDANT MTD. HOLOPHANE PRSL~C10MH-MTT50— 1000MH/C 18" AFF
METAL HALIDE PRSLBOTCLVS50—
DAMP LOCATION TOPCLVS0
Al SAME AS A 26' AFF
Wi TH QUARTZ
RESTRIKE
B SURFACE MTD. LI THONIA AW-240-AR-277-DL 2-F40T12 CEILING HT.
2 LAWP, 48" CW/RS 8" AFF
FLUORESCENT
DAMP LOCATION
B1 CORROS! ON WiLLIAMS 8922-DR 2-F40T12 SURFACE MTD.
RESISTANT CW/RS TO BOTTOM OF
SURFACE MTD. BEAMS
2-LAMP, 48"
FLUORESCENT
DAMP LOCATION
c I NCANDESCENT DEVINE ESS55-W75~INC 100W/MED /A CEILING HT.
DOWNL I GHT 10" AFF
WET LOCATION
D FLUORESCENT LI THONI A 2SP-G—440-F W~ 4-F40T12CW/ [ CEILING HT.
TROFFER A12-277-€S RS 10" AFF
E1 EMERGENCY HOLOPHANE EH-12-2A 2—-18W 10° AFF
LIGHT SET SUPPLIED WITH
CORROS| ON FIXTURE
RESISTANT
E2 SAME AS E1 7' AFF
F SURFACE MTD LI THONI A AW—440—-AR~ 4-F40T12CW/ | CEILING HT.
4-LAMP, 48" 277-€S RS
FLUORESCENT
G OUTDOOR HOLOPHANE PARK~(070HP— 70W COATED 10" AFF
WALLPACK 27-HA-BZ-5Q HPS
Wl TH ACCESSORY
PARK wB-8Z
G1 OUTDOOR HOL OPHANE PARK-Q70HP~ 70W COATED SOFFIT HT.
CEILING MTD. 27-CE-BZ-5Q HPS 12° AFF
H WALL MOUNTED DEVINE B621-5—-INC 150W MED 8' AFF
I NCANDESCENT R40
J UNDER COUNTER | ALKCO SF 332-BW 32W OCTRON AS SHOWN
FLUORESCENT IN ARCH.
DETAIL
K FLUO. PL LITHONI A RFL-3 277 (2) FoTT MOUNT IN
DOWNL I GHT PL SOFFIT
ABOVE COUNTER
L WALL MTD. LI THONI A WS—-240-A12~ 240712 7' AFF
2 LAWP, 48" 120-€S CW/RS
FLUORESCENT
DAMP LOCATION
X WALL MOUNTED LI THONI A F2ESWIR ELN 2-F5TTS 6" ABOVE
EXIT SIGN DOOR FRAME
PARKING LOT SEE DRAWING E1
FI1XTURE
NOTES:
1. ALL UNMARKED LUMINAIRES SHALL BE TYPE E1.
2. CEILING HEIGHTS LISTED IN SCHEDULE ABOVE
ARE FOR INFORMATION ONLY AND SHALL BE
VERIFIED.
3. SEE FIXTURE MOUNTING DETAILS - DRAWING
E—4.
4. ALL TYPE A AND TYPE A1 LUMINAIRES
SHALL BE MOUNTED SUCH THAT THE
LUMINAIRE OVERLAPS THE POOL EDGE
BY 6”.
5. FIXTURE/LAMP VOLTAGE SHALL MATCH
CIRCUITING.

PANEL SCHEDULE

|
NUMBER MAIN PANEL VOLTS 4B0 Y/277 35 PHASE 4 WIRE
LOCATION ELECTRICAL ROOM SIZE 800 AMPS
FED FROM SERVICE MAIN LUGS ONLY
MOUNTING SURFACE AlC 22,0004
LOAD CKT OKT |CKT CKT LOAD
CIRCUI T DESCRIPTION KVA BKR § |'# BKR KVA CIRCUIT DESCRIPTION
LIGHTING PANEL L 70.8 100/3 1 a9 2 106/3 75.0 208Y/120V TRANSFORMER
| 3b 4|
} 8¢ 8}
HVAC EQUIPMENT DISCONNECT 133.0200/3 7a 8 0.0 SPACE
| 9b 10
i 11 ¢ 12
|
|
|
0 - .
CONNECTED LOAD DEMAND LOAD
278.6 KVA 335.1 AWPS 248.2 KVA 298.5 AMPS
PANEL SCHEDULE
| ]
NUMBER L VOLTS 480 Y/277 3 PHASE 4 WIRE
LOCATION MECHANICAL ROOM SECOND FLOOR S12E 125 AMPS
FED FROM MAIN PANEL MAIN BREAKER 100A
MOUNTING SURFACE AIC 22,000A
LOAD ©CKT OKT |CKT OKT LOAD |
CIRCUIT DESCRIPTION KVA BKR § | # BKR KVA CIRCUIT DESCRIPTION
LIGHTING NATATORIUM WEST 4.4 201 ta 2201 4.4 LIGHTING NATATORIUM CENTER
LIGHTING NATATORIUM WEST 4.4 201 3b 420/ 4.4 LIGHTING NATATORIUM CENTER
LIGHTING NATATORIUM WEST 4.4 201 S5c & 20/1 4.4 LIGHTING NATATORIUM CENTER
LIGHTING CONTROL ROOM 0.4 20/% 7a 820/ 3.3 LIGHTING NATATORIUM EAST
EXIT SIGNS 0.2 20/1 9 b 10 20/1 3.3 LIGHTING NATATORIUM EAST
OUTDOOR LIGHTS 1.2 20/1 11 ¢ 12 204 3.1 LIGHTING SPECIAL ED ROOM
PARKING LIGHTS 1.0 20 13 0 14 204 0.0 SPARE
BLEACHER LIGHTING 0.4 201 15 b 16 201 0.0 ]
STORAGE LIGHTS 0.4 20/1 17 ¢ 18 20/1 0.0 |
CONDENSER FANS (8 - 1Hp) $.018/3 19 o 20 201 0.8 LIGHTING MECHANICAL ROOM
| 21 b 22 201 0.0 SPARE
| 23 ¢ 24 20/1 0.0 |
P-1 (1-1/2 Hp) 2.2 15/3 25 a 26 SPACE
H 27 b 28
| 28 ¢ 30
P-2(5Hp), P-3{10Hp), P~4(3/4Hp) 19.1 35/3 31 a 32 ]
{ 33 b 34
i 3 e 38 H
SPARE 0.0 20/1 37 o 38 |
0.0 20/1 39 b 40
0.0 20/1 41 ¢ 42
CONNECTED LOAD DEMAND LOAD
70.6 KVA 84.9 AWPS 88.2 KVA 83.2 AWS
PANEL SCHEDULE
HUMBER D VOLTS 208 v/120 3 PHASE 4 WIRE
LOCATION MECHANICAL ROOM SECOND FLOOR SiZE 125 AWPS
FED FROM TRANSFORMER SECONDARY MAIN BREAKER 350 AW
MOUNTING SURFACE AIC 10,000 A
LOAD CKT OKT [OKT OKT LOAD
CIRCUIT DESCRIPTION KVA BKR § | # BKR KVA CIRCUIT DESCRIPTION
RECEPTACLES WOMENS LOCKER 0.7 20/1 ta 22001 1.3 RECEPTACLE WEST NATATORIUM
RECEPTACLES OFFICE AREA 0.7 201 3b 4201 1.4 RECEPTACLE SPECIAL ED
RECEPTACLES MENS LOCKER 0.7 20/ 5¢ 8 20/% 1.1 RECEPTACLE EAST NATATORIUM
INCANDESCENT LIGHTS~ SHOWERS 0.2 201 7a 8 20/1 1.8 CHEMICAL CONTROLLER & P-5(1/4Hp)
INCANDESCENT LIGHTS~ VESTIBULES 0.8 20/1 8 b 10 201 1.2 EXHAUST FAN (1/10Hp) AND TOILET LIGHTS
CLOTHES DRYER 5.0 30/2 11 ¢ 12 201 0.7 EMERGENCY LIGHT SETS
| 13 o 14 20/1 0.4 RECEPTACLES MECHANICAL ROOM
P8 1.0 201 15 b 18 201 0.0 SPARE
H-3 0.1 20/1 17 ¢ 18 20/1 0.0 SPARE
EF-2 (WfoHp) 0.5 154 19 a 20 20/1 0.0 SPARE
SPARE 0.0 201 21 b 22 SPACE
SPARE 0.0 201 23 ¢ 24 |
SPACE 25 o 28
| 27 b 28
i 29 ¢ 30
| 3 e 32
| 33 b 34
| 35 ¢ 38
i 37 o 38
| 38 b 40
| 41 ¢ 42
CONNECTED LOAD DEMAND LOAD
17.2 KVA 4777 AMPS 13.2 KVA 8.8 AWPS
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