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GENERAL. Rors EQUIPMENT SCHEDULE
E:éggwgi &vg)mxvaa BACKGROUND WASTE (W) [ MARK NAME | BASIS OF DESIGN | DESCRIPTION; CAPACITY; SIZE MARK NAME | BASIS OF DESIGN | DESCRIPTION; CAPACITY; SIZE
1 NEW WORK (HEAVY LINE) o VENT (V) O SOVERINR o | MOOPER. AS SHOMI, SEE DU DATA SHEET M-1 —_p PACE BD-400 70 CFM © 0.25° ESP
S Y Yo FICATION EXHAUST 1/10 HP, 120V, 1 PH ‘, ; |
| % V. EXISTING WORK TO BE REMOVED UNIT FAN S0 D8 |
X% PECK DRAIN. {90) CONDENSER | MCQUAY APD 070C| HORIZONTAL AIR COOLED CONDENSER . e s
/ b - | EF-2 GREENHECK 360 CFM @ 0.30 * ESP
i FRETRE WORK TO T ABARDORED . COLD WATER (CW) 70 TON TOTAL HEAT REJECTION EXHAUST | BCF-106 1/6 HP, 120V, 1 PH
MATCHUNE OR PROPERTY LINE 6 DIRECT DRIVE 1HP FANS FAN CABINET FANS
SRS PV —— HOT WATER (HW) OSA INTAKE | PACE "SKYCAP” 36°x36" DUCT SIZE W/CORROSION COATED GALV. STEEL - AMTROL oL 2.6 GAL TANK WITH DER AND FILL- FITTING
SECTION IDENTIFICATION METAL PARTS. HINGED FOR ACESS. BIRD SCREEN. EXPANSION | S 3€xﬂ..pm AND AR VENT. BLAD TROL
DETAIL SIMILAR —— T ——— HOT WATER CIRCULATING (HWC) H-3 BURNHAM ATMOSPHERIC NATURAL GAS FIRED CAST IRON BOILER. TANK 316 oceldenial evanue south auite 200
HEATING | TANDEM NO. 8108 | 594,000 BTUH INPUT; 463,300 BTUH OUTPUT. R ; AR PURGER WITH FLOAT VENT o T EREEWAT” Ty e
< INDICATES DIRECTION OF CUTTING G NATURAL GAS BOILER 10" DIAMETER VENT. AR TR axmﬂmot VEN
PLANE
LETTER INDICATES SECTION 3 PIPE CAP
: DEHUMIDIFICATION UNIT (DHU-1); CAPACITY/SIZE
T ﬁ_ (NO. INDICATES DETAIL) " UNION PUMP SCHEDULE A. FAN DATA: REFER TO FAN SCHEDULE BELOW
' - MARK | SERVICE/LOCATION FLOW | HEAD MOTOR R 8. POOL DATA:
“—————— SHEET NUMBER WHERE SECTION IS P-1 DHU-1 POOL WATER HX | 80 32 1.5/1750 | 460/3 | INTERLOCK TO RUN CONT- | .\ — or \1 MODEL 2070-1 SCOTCH KOTE 203 2. AR TEMPERATURE: 86F
TAKEN > GATE VALVE LOOP/EXISTG FILTER RM. B ATy EXISTG. 3. RELATIVE HUMIDITY: 55%
N 4. AR VELOCITY OVER POOL: 20 FPM
3 EQUIPMENT_ PN CHECK VALVE P-2 HYDROTHERAPY POOL  [135/203| 70 5/1750 | 460/3 — PACO TYPE LC MODEL 2595-5 SCOTCH KOTE 203 % C. WEATHER DATA:
EF DK BALANCING OR PLUG VALVE RECIRC. PUMP/FILTER RM) SR S DR 65T W
GF:_—-_-' 4 JFICA E%UWENT“% SIGNATION P-3 HYDRO-JET PUMP/ 360 70 10/1750 | 460/3 | MARUAL SWITCH BEHIND | PACO TYPE LC MODEL 3095-5 SCOTCH KOTE 203 3. ELEVATION: 100 FT
(EXHAUST FAN SHOWN) Mg BALL VALVE FILTER ROOM 112 AP- D. COIL DATA:
INTERLOCK TO RUN CONT- 1. DEHUMIDIFICATION COIL:
©) ROOM THERMOSTAT I} BUTTERFLY VALVE P4 CHLORINE BOOSTER 16 55 76/3500 | 120/1 | INTERLOCK TO RUN PACO TYPE LC MODEL 1250-1 SCOTCH KOTE 203 A. LATENT CAPACITY: 236 LBS/HR
® ROOM HUMIDISTAT OR p PRESSURE REDUCING VALVE (PRV) G e D T
HUMIDITY TRANSMITTER % P-5 | NaOH FEED PUMP/ - — |25/~ | 12041 | RUNS AT COMMAND OF — 2. HOT GAS (RE-HEAT) COIL:
TEMPERATURE CONTROLLER AUTOMATIC CONTROL VALVE: 2-WAY FILTER ROOM. A. CAPACITY: 693,000 BTUH
(1 TRANSMITTER / LOCKOUT WHEN P-2 OFF B. MAXIMUM FV: 600 FPM
- % AUTOMATIC CONTROL VALVE: 3-WAY P-6 HEATING WATER 35 25 .75/1750 | 460/3 | RUNS CONTINUOUSLY WHEN | ITT BELL & GOSSETT SERIES 60 IN LINE SERIES ‘ C. MAXIMUM AR PD: 1.0° WG
(HWS/HWR) PUMP /2ND &i@ﬁ Agﬁ;’% Sig %g%é AND | SIZE AA 3. HOT WATER HEATING COIL:
FLOOR MECHANICAL RM. ¥ - .
DUCTWORK. &'—; o RELIEF VALVE TIVE. OFF WHEN DHU-1 IS N Ay 00,900 B
B X8 1  DUCT (IST FIGURE = SIDE SHOWN, OFF. C. MAXMUM FV: 600 FPM_
— . 2ND FIGURE = SIDE NOT SHOWN) RR RECIRCULATION RETURN » 135 GPM NORMAL MODE; 203 GPM BACKWASH MODE o g' ggﬂggwﬁgo Pﬂxﬂﬁ WG
iy [ST] SUPRLY AR DUCT - TURNING UP MD MAIN DRAIN 0 Pt X ¥ &
OR TOWARDS . ATMOSPHERIC. AR PLUMBING FIXTURE CONNECTION SCHEDULE E  COMPRESSOG Dty Fle . &
E SUPPLY AIR DUCT - TURNING DOWN ~ 1. TYPE AND QUANTITY: (2) 30 HP SEMI-HERMATIC
5 P Xj WAY 2. HEAT OF REJECTION: 834,000 BTUH
OR A AAv O ¥ID AUTOMATIC AR VENT (AAY) MARK  DESCRIPTION LOCAL CONNECTION REMARKS BASIS OF DESIGN: N POMER BIBOE 40 10
I M RETURN OR EXHAUST AIR DUCT - ® HW Cw W v 4. VOLTAGE: 480V, 3 PHASE, 60 CYCLE
TURNING UP OR TOWARDS PRESSURE GAGE 5. RUNNING LOAD AMPS: 59
WC—-1  WATER CLOSET — 1-1/4 4 2 WALL MOUNTED/FLUSH VALVE/CHAIR CARRIER 8. LOCKED ROTOR AMPS: 235
m = 2 RETURN OR EXHAUST AIR DUCT - ﬁr] THERMONETER L1 LAVATORY 1/2 1/2 1-1/2  1-1/4 WALL MOUNTED F. POOL WATER HEAT EXCHANGER DATA:
> TURNING DOWN OR AWAY + SH-1 SHOWER 1/2 1/2 2 1-1/2 | 12 %é%c; F;.g;r 120 GPM
PRESSURE TEMP SENSOR - : 807
HAND|CAP ACCESSIBLE FIXTURE HAWS MODEL 1107 WITH .
| — $ Rrgﬁﬁgo’m - TURNING UP OR DF=1  DRINKING FOUNTAIN - 1/2 1-1/2  1-1/4 SUPPORT CARRIER IN WALL 6700 MOUNTING PLATE 2‘ ;ﬁ;ﬁfﬁm PO 11 FE 0D
—— GUY GRAY MODEL BB-200TS ’ T
FLOW MEASURING DEVICE (FMD) WF WASHER FITTING 1/2 1/2 2 2 MODIFIED WITH SS
5 + : Z)- ROUND DUCT - TURNING DOWN OR <A PIPE ANCHOR FO-1  FLOOR DRAIN - 3/8 2 2 WITH TRAP PRIMER 6 FAN SCHEDWE
6 7 AWAY A. FAN DATA:
* ® FD-2  FLOOR DRAIN e 3/8 2 2 WITH TRAP PRIMER SUPPLY FAN AR FLOW (GFM) 25,000
.» A DD DECK DRAIN — = 2 — EXHAUST FAN AIR FLOW (CFM) 5700
y INDIGATES, PENETRATON Tt LT TG He-1  HOSE BIBB — 1y — — SUPPLY FAN ESP (IN. ?lffi() 280
7 FLOOR OR ROOF) 4 HB-2  HOSE BiBB - 3/4 - - EXHAUST FAN ESP (IN. WG) 0.50
HYDROPOOL INLET FITTING WH-1  WALL HYDRANT _ 3/4 — — FREEZE PROOF JOSAM 71050 SERIES B SUPPLY FAN MAX TIP SPEED (FPM)
:&: YH-1  YARD HYDRANT - 3/4 — e FREEZE PROOF 36 INCH BURY JOSAM 71700 SERIES EXHAUST FAN MAX TIP SPEED (FPM)
£ a 4 FLEXIBLE CONNECTION SUPPLY FAN MAX OUTLET VELOCITY
EXHAUST FAN MAX OUTLET VELOCITY
2 r ?  VOLUME DAMPER [ HOSE BI8B POOL EQUIPMENT SCHEDULE HYDROTHERAPY G. CASING DATA
' MARK NAME | BASIS OF DESIGN DESCRIPTION; CAPACITY; SIZE POOL EQUIPMENT DESIGN CRITERIA | {*K?G;”ﬂﬁ?‘ &%ﬁgﬁmm@
7 —— ® FIRE DAMPER ( —4 = VERTICAL - wm WALL HYDRANT ’ ’ WIDTH: 138 INCHES
DUCT, —@ = HORIZ DUCT) ov ORAIN VALVE (}) SWIMQUIP VAR. 1 1/2" SIZE. 34 GPM 3/4" DIA. ORIFICE HEIGHT: MAIN SECTION: 88 INCHES,
E 7 ’ NLET FTG. | ORIFICE EYEBALL 6 FT HEAD LOSS. POOL SURFACE AREA (SQ. FT.): ACCESS (COMPRESSOR) SECTION: 86 INCHES
90° ELBOW, R/D OR R/W=1.5 8439-0000 216 (INCLUDED ARE STRUCTURAL WEIGHT
PIPING AND AIRFLOW DIAGRAMS HYDROJET | SWMIMQUIP HYDRO- 30 GPM @ 5 PS! PRESSURE DROP. DISTRIBUTING ELEMENTS - RUNNERS ETC.)
FTG. VALET INLET 8363 BATHER LOAD: 22
SQUARE CORNER ELBOW WITH . _— .
w MD-1 RECREONICS 34-526 | 12x12" FRAME & GRATE; 3" PIPE CONNECTION;
ﬂ ,__T TURNING VANES PIPING OR DUCTED AIRFLO MAIN DRAIN | & 34-535 123 GPM CAPACITY. POOL VOLUME (CU.FT./GALLON): 544 /4140 CONDENSER:
. . A. BASIS OF DESIGN: McQUAY APD 070C
MD-2 RECREONICS 34-527 | 12x18" FRAME & GRATE; 4° PIPE CONNECTION;
g I E > FLOW CONTINUATION ARROW , 8. H CCTION: 834
+ * 80° CONICAL TAKE-OFF CONTIN . MAIN DRAIN | &24-5386 2715 GPM CAPACITY. CIRCULATION FLOW RATE (Gpﬁ) 135 2 ?ﬁgﬁ%@gfggir ‘334 MBTUH
- PUMP HS-1 RECREONICS 30-614 | 6" SIZE HOURS PER ONE TURNOVER: 0.5 . TYPE: Vi
| TRANSITION OR REDUCER (FOT HAIR OR 30-622 TURNOVERS PER 24 HOURS: P 3. MOTOR HP: 1 HP
t ,L-EP P " o FLAT ON TOP, FOB=FLAT ON STRAINER *
BOTTOM
) HS-2 RECREONICS 30-614 | 6" SIZE AREA OF FILTERS (SQ.FT.) 135
HAIR OR 30-622
g ROUND DUCT INDICATOR STRAINER
F{LTER FLOW RATE (GPM/SQ.FT.) 10
H-2 RAYPACK 264,000 BTUH INPUT ] | _
S skitagy VERSA B2654 BACKWASH FLOW RATE (GPM/SQ. FT.) 15 HAL MOE | SYMBOLS
HYDRO . FT. HAL A IBOLS
SS SANITARY SEWER PIPE , POBL HIR. ;, | ;
, - BACKWASH FLOW (GPM) 203 POOL - AND
“ PIPE SLOPED DOWN OOL | A
$=0.02 SLOPE OF PIPE (FT PER FT) ENCLOSURE SCHEDULES
MECHANICAL SHEET INDEX
? TEERAS M1 SYMBOLS AND SCHEDULES
v :
X — CEILING DIFFUSER (CD) M2  FOUNDATION PLAN -
3 UMBING PLAN
11— SUPPLY GRILLE (SG) ‘~ y PLUMBING TSANG
M4 HVAC PLAN
PARTHNERSBSHIP INC
10 “E:-:j Ar— RETURN/EXHAUST GRILLE (RG, EG) M5 MECHANICAL ROOM PLAN /SECTIONS I i
- M6 DETAILS AND DIAGRAMS
bt N\ A~ CEILING RETURN/EXHAUST GRILLE
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