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EX HORIZONTAL
BUS BARS TO REMAIN

T'-“

1 V‘

EX BUS BAR CONNECTIONS FROM LOAD TERMINALS
TO MCC HORIZONTAL BUSSING TO BE REUSED OR REPLACED,
COORDINATE LOAD TERMINAL CONNECTIONS WITH ATS SUPPLIER

PHASE BUSSES BUNDLE AND SECURE EX CONTROL WIRES
TO REMAIN

EX CABLE CONNECTIONS
FROM LOAD TERMINALS TO
MCC BUSSING TO BE REPLACED

NOTES:
EX FEEDER EX FEEDER CONDUCTORS
FROM SERVICE FROM NMCC2 TO BE REPLACED @ IDENTIFY AND LABEL ALL EXTERNAL CONTROL
ENTRANCE WIRING TO EXISTING ATS, PRIOR TO REMOVING,
SWITCHBOARD INCLUDING GENERATOR START, ATS IN NORMAL,
TO BE ATS IN EMERGENCY, AND POWER FAIL CONTACT
REPLACED o WIRES. RECONNECT ALL EXISTING EXTERNAL
CONTROL WIRES TO NEW ATS.
EX 1000A ATS TO BE REPLACED
EX 150A ATS
TO BE REPLACED
B EX DOOR TO BE REPLACED EXDOOR TO BEREFLACED
: EX FEEDER CONDUCTORS FROM
E GENERATOR 600A CB TO BE REPLACED
1000A ATS-1 150A ATS-2
TOP COMPARTMENT TOP COMPARTMENT
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i ‘ ; BREAKER IN ADJACENT SECTION
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S8
%[
le
g ; REMOVE EX ATS CONTROLS
x i AND ASSOCIATED WIRING
EX ATS CONTROLS AND
WIRING TO BE REMOVED
EX NEUTRAL AND GROUND
BUSSES TO REMAIN Call 48 Hours
" Before You Dig
e | 1-800-424-5555
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